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GYROTECH MAGNUM CONTROL,
LO21B/U, BODYGUARD

BODYGUARD

DK-12

LO21B/U

RA WH  1
RA BL    2
EA WH  3
EA BL    4

NC
NO
COM
12-24 vac/dc
12-24 vac/dc

RB WH  1
RB BL    2
EB WH  3
EB BL    4

* RECEIVER (A), EMITTER (A)
RECEIVER (B), EMITTER(B)
WH= WHITE, BL= BLACK

MICROCELL ONE

ON

1   2  3   4

INTERIOR EAGLE
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Do not leave problems unresolved. If a satisfactory solution cannot be achieved after troubleshooting a problem, please call B.E.A.,Inc.
If you must wait for the following workday to call B.E.A., leave the door inoperable until satisfactory repairs can be made. Never sacrifice
the safe operation of the automatic door or gate for an incomplete solution. During EST 8am - 5pm call B.E.A., @ 800-523-2462.
After 5pm EST all 866-249-7937 or 866-836-1863. After 5pm CST call 800-407-4545 or 888-308-8843. After 5pm MST or PST call
888-419-2564. Ensure compliance with current applicable standards. i.e. ANSI 156.10.
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